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1. Introduction

This classification report defines the classification assigned to “Timanti Clean”, a semi-matt
water-borne acrylate dispersion paint, in line with the procedures given in EN 13501-1: 2018.

2. Details of classified product
2.1 General

The product, “Timanti Clean”, is defined as being suitable for construction applications, excluding
flooring and linear pipe thermal insulation.

2.2 Product description

The product, “Timanti Clean”, is fully described below and in the test reports provided in support
of classification listed in Clause 3.1.

General description A semi-matt water-borne acrylate dispersion paint
which contains BioCote® silver phosphate glass
applied to a calcium silicate substrate

Product reference “Timanti Clean”

Name of manufacturer Teknos (UK) Ltd

Overall thickness 12.16mm (determined by Warringtonfire)

Overall weight per unit area 11.53kg/m? (determined by Warringtonfire)

Generic type Water-borne acrylate dispersion paint
Product reference “Timanti Clean”
Name of manufacturer Teknos (UK) Ltd
Colour reference “White”
Coating Number of coats Two
Application rate per coat 75g/m2
Specific gravity 1.3 kg/l
Application method Roller
Curing process per coat Airdrying overnight at room temperature
Flame retardant details See Note 1 below
Generic type Calcium silicate based board
Product reference “Promat — Brandschultzbauplatten; Promatect-H”
Name of manufacturer Promat
Substrate | Thickness 12mm
Density 870kg/m3
Colour reference “White”
Flame retardant details The substrate is inherently flame retardant
Brief description of manufacturing process See Note 2 below

Note 1: The sponsor of the test has confirmed that no flame retardant additives were utilised in
the production of the product / component.
Note 2: The sponsor was unwilling to provide this information.
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3. Test reports & test results in support of classification
3.1 Test reports
Name of Name of Test reports/extended Test method / extended
Laboratory sponsor application report Nos. application rules & date
Warringtonfire Tek”fts d(UK) WF 413461 EN 1SO 11925-2
Warringtonfire Tek”ff d(UK) WF 413459 EN 13823
3.2 Test results
Test Results
method & -
test Parameter No. tests Continuous Compliance
parameter -
number parameters
mean (m)
EN ISO Fs Nil Compliant
11925-2 _ 6
(30s exposure Flaming fjroplets/ None Compliant
- surface) particles
EN ISO Fs < 20mm Compliant
11925-2 _ 6
(30s exposure Flaming Qroplets/ None Compliant
— edge) particles
FIGRA oM 2.27 Compliant
FIGRA g.am3 2.27 Compliant
THR 500s 0.67 Compliant
EN 13823 LFS 3 Nil Compliant
SMOGRA 0.00 Compliant
TSPso0s 17.14 Compliant
Flaming of Fallen Particle .
Exceeding 10s? None Compliant
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4. Classification and field of application

4.1  Reference of classification

This classification has been carried out in accordance with clause 8 of EN 13501-1: 2018.
4.2 Classification

The product, “Timanti Clean”, a semi-matt water-borne acrylate dispersion paint, in relation to its
reaction to fire behaviour is classified:

B

The additional classification in relation to smoke production is:
sl

The additional classification in relation to flaming droplets / particles is:
do

The format of the reaction to fire classification for construction applications, excluding flooring
and linear pipe thermal insulation is:

Fire Behaviour Smoke Production Flaming Droplets
B - S 1 , d 0
i.,e.B—s1,dO

Reaction to fire classification: B —s1, dO

4.3 Field of application

This classification is valid for the following end use applications:

i) Construction applications used over any substrate with a density equal to or greater
than 870kg/m?, having a minimum thickness of 12mm and a fire performance of A2 or

better (excluding paper faced gypsum plasterboard).

This classification is also valid for the following product parameters:

Coating thickness No variation allowed
Coating application rate No variation allowed
Coating composition No variation allowed

Product construction No variation allowed
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5. Limitations

This document does not represent type approval or certification of the product.

SIGNED APPROVED

Matthew Dale Janet Murrell
Senior Certification Engineer Technical Manager
Technical Department Technical Department

on behalf of warringtonfire

This copy has been produced from a .pdf format electronic file that has been provided by
Warringtonfire to the sponsor of the report and must only be reproduced in full. Extracts or
abridgements of reports must not be published without permission of Warringtonfire. The pdf copy
supplied is the sole authentic version of this document. All pdf versions of this report bear authentic
signatures of the responsible Warringtonfire staff.

All work and services carried out by Warringtonfire Testing and Certification Limited are subject to, and
conducted in accordance with, the Standard Terms and Conditions of Warringtonfire Testing and
Certification Limited, which are available at https://www.element.com/terms/terms-and-conditions or
upon request.
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